
Applications That Reduce The Use Of 

Diesel Gensets

PARTNERS: DOE-SANDIA-ACEP-CEC;    

SAFT/ ABB PACKAGE



Cordova Alaska Aerial View



Crater Lake Dam Storage
may offset 25% Diesel 
consumption 

Orca Power 

Plant 
10.8 MW Diesel
Control Center, 
CEC

Humpback Creek 

Hydroelectric Plant
1250kW (2 x 500 kW + 1 x 250 kW)
17,000 foot UG and submarine 
transmission line

Power Creek 

Hydroelectric
6278kW (2 x 3124 kW)
25 kV transmission ties to 

Eyak Substation, Inflatable 
dam

City of Cordova
1,566 customers, 
18MW
One Substation 
78mi UG distribution 
lines



Power Creek 

Hydroelectric Intake



The Problem
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